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13a. Justification Criteria Change Design Inprovement [X] Envirormental []

(mark one)

As-Found [] Facilitate Cons•t. [X] Const. Error/Omission [] Design Error/Onission [X]

13b. Justification Details

(FC-Items 38 & D): These changes provide flexibility to the contractor in selecting a

rigid foam-in-place product that meets minimum requirements. (FC-Items 3C & E): The

K-Factor requirement is deleted because it is not critical for piping. Compressive

strength perpendicular to rise requirement is replaced by shear strength perpendicular

requirement„ Thiz gives assurance on foam strength, without requiring Contractor to
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ENGINEERING CHANGE NOTICE
1. ECN
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JUSTIFICATION DETAILS (Cont.)

have vendor provide additional testing of product.
(DE-Item 3F): Pneumatic Leak Test pressure is changed to meet the requirement of the ASME

B31.3 Code.
(FC-Items 1 & 2A, B, & D): To provide more space for coiling the sensing cable.

(DI-Item 3A): This change makes the specification requirements clear regarding threaded

Joints, pipe sealant-,=--and seal welding.
(CC-Item 2A & C): WHC L0I #27 (#9255880, dated 08-05-92). Delete piping, cathodic

= protection & leak sensing cable on all piping intended for future vaults.
CHANGES MADE TO SAFETY CLASS 2 ITEMS DO NOT IMPACT THE INTEGRITY OF THE ORIGINAL FACILITY

DESIGN.

******************************************************************************************

DESCRIPTION OF CHANGES

'"o 1) H-2-77596 Sh 1. Rev 1

PLAN (Z D7): Modify as shown on page 5 of this ECN.

2) H-2-77630 Sh 1. Rev 0.»-.

A) Revise Sensing Cable Arrangement Plan as shown on page 6 of this ECN.

B) Revise Note 2 as follows: replace ".:.END OF PIPE..." with
"...DESIGNATED PULL POINTS...".

C) Delete Note 6 and replace with "NOT USED".

D) Revise Note 7 by changing "PP-11" to "PP-11a"

tr
**CONTINUED ON PAGE 4**
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ENGINEERING CHANGE NOTICE
1. ECN

r(1NTIn111AT1l1N CHFFT Page 4 of 6 8-714-150

3) SPECIFICATION B-714-C2. REV 1. SECTION 15493

A) Paragraph 2.1.2: Change to read as:

2.1.2 Pipe Joint Sealant for Threaded Joints.

a. Material: Chesteron "Goldend" No. 7298; Federal
Process Company "JC-300; Lake Company "Slic-Tite" with teflon.

b. Application: A threaded joint designated to be seal welded shall
be made up without sealant. A joint containing sealant which leaks
during leak testing may be seal welded, provided all sealant is
removed from exposed threads.

.10

C -

f^

B) Paragraph 2.1.5.1: Change "2.2 to 2.8 lb/cu ft" to "2.2 lb/cu ft minimum"

C) Paragraph 2.1.5.2: Delete "and 27 psi perpendicular to rise".

D) Paragraph 2.1.5.4: Change "90 to 95 percent" to "90 percent minimum".

E) Paragraph 2.1.5.6: Replace with new paragraph as follows:

2.1.5.6 Minimum shear strength: 35 psi perpendicular when tested in accordance
with ASTM C 273.

F) Paragraph 3.2.3.3.a: Change "90" psig Test Pressure to "66" psig.

G) Paragraph 1.1.1.4:

• Delete C 518-85 reference in its entirety.

• Add C 273-61 (1988) Standard Test Method for,Shear Properties in Flatwise
Plane of Flat Sandaich Constructions or Sandwich Cores

**#**************************************
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KAISER ENGINEERS ENGINEERING CHANGE NOTICE SKETCH
HANFORO

Ref. D.Q. Sh. Rev. Prepared By Checked By ECN No. Pnge

H-2-77630 J 1 0 TE COYNE B-714-170

PP-

P1

\ -t^\
REMOVE E%ISTING SENSING CABLE
SEE NOTES 3 & 7

PP-0

T

--</

NIC

PULL POINT (TYP1

^ PP-1 PP-10

\PP-0 PP-I1

PP-Ila

-_N

SEE DETAIL 8 lTYF

,\PP-12

/ PP 13
SEE NOTES 3^ ,

PP-1

PP23

iT^ 3

PP-2a

PP-25

^ "^PP-26

^ PP-27

C^

CABLE

FIELD CONNECTION
(TYP)

PP-ta PP-15 PP-16

v^^-^ /I SEE NOTES 2 & 3^
SEE DETAIL A
(TYP)

REVISE REVISE^

REVISE-n
\PP-28

PP-29 PP-30 PP-31
PP-32,

\^---'t ^
SEE NOTES 2 & 3

ONNECTORS ONC
CONECTORIZED
JUMPER CABLE
(SEE NOTE 4)
(TYPI

SENSING CABLE
ARRANGEMENT PLAN
SEE DRAWINGS M-2-77596 &
H-2-78467 FOR PIPING PLANS

DELETE-

LOCATED AT VAULT
218-E-16-102-C

,PP-19

PP-17 SEE NOTE 6

^ PP-21 PP-22

\7
_

\ ^^
P-18

/ 2-END TERMINATION
ITYP) (SEE DWG H-2-77597, OET

LOCATED AT VAULT PIT
218-E-16-103-C

LOCATED AT VAULT PIT
218-E-16-104-C

PP-35

1

PP-33
SEE NOTE 6

PP-37 PP-38^Z)
)

PP_36 DELETE

LOCATED AT VAULT PIT
218-E-16-105-C
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78ADEHAHK DISCLAIMER
Reference herein to any specific commercial product, process,
or service by trade name, trademark, manufacturer, or
otherwise, does not necessarily constitute or imply its
endorsement, recommendation, or favoring by the United
States Government or any agency thereof or its contractors or
subcontractors.

This report has been reproduced from the best available copy.

PdnrM in the UmW Slaw at AmrtW

CY%
OISCiLaAtlP11a1)

e._

{..

f.^

._.^

QT


	1.TIF
	2.TIF
	3.TIF
	4.TIF
	5.TIF
	6.TIF
	7.TIF

